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Abstract 
It’s an important issue in the BEPCII synchrotron 

radiation for the magnet power supplies to do 
synchronously ramping from the injection energy 
1.89GeV to 2.5GeV.  The ramping of the magnet power 
supplies has been put into the running of the BEPCII first 
synchrotron radiation. A software-based synchronization 
of the current setting on the power supplies is achieved. 
This paper introduces the schemes developed to perform 
energy ramping in the BEPCII synchrotron ring and 
reports on the results of the operation carried out so far.. 

INTRODUCTION 
BEPCII [1] is the upgrade of BEPC, which will provide 

two rings in the existing tunnel serving high energy 
physics (HEP) (1.89GeV) and synchrotron radiation (SR) 
(2.5GeV) research. It uses a full energy linac for injection. 
In fact, the BEPCII has three logical rings that are called 
synchrotron ring (BSR), electron ring (BER), positron 
ring (BPR).  

All the power supplies (about 360) in the rings are 
controlled using the standard power supply controller and 
interface (PSC/PSI) [2] that are developed by BNL. The 
BEPCII commissioning started with the BSR, the BER 
and the BPR respectively. There are about 160 power 
supplies in the BSR. When the machine works for the SR, 
the magnet power supplies in the BSR are required to be 
ramped to the desired current. 
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Figure 1:  BEPCII PS control system architecture.

POWER SUPPLY CONTROL SYSTEM 
The control system of BEPCII follows the “three-layer” 

standard model [3] of a distributed architecture as shown in 
the figure 1. The front-ends consist of VME-64x crates, 
Motorola PowerPC750 CPU boards (MVME5100) and 
PSC/PSI modules. A SUN workstation and a PC/Linux 
are used for the EPICS development. We chose the 

chassis PSI for the big PS control, and economical VME-
PSI for the corrector PS. The chassis PSI and the VME-
PSI have the same functionality and features. The chassis 
PSI is powered independently in a 1U rack, and the VME-
PSI is a VME bus-sized module inserted in a dedicated 
VME crate with +/-15volt voltage input from the 
backplane. 

There are total 8 VME crates for dipole, quadrupole, 
sextupole and corrector power supply control. There are 
most 11 pieces of PSCs in one crate that can control up to 
60 quadrupole or sextupole power supplies. 

The hardware installation has been started before May 
2006. On one hand, the magnets were installed in the 
tunnel region by region. One the other hand, the remote 
control and calibration of the magnet power supplies were 
done region by region. The ON/OFF operation of the 
power supplies region by region has been tested on site 
before the BEPCII commissioning. During the beam 
commissioning, the ramping and standardization of the 
magnet power supplies were developed and tested. 

ENERGY RAMPING IN BSR 
All the power supplies in the BSR need to be 

standardized (from current setpoints to maximum current, 
then to zero, finally to the injection energy 1.89GeV) 
respectively before the energy ramping. The energy 
ramping of the synchrotron ring requires the current of the 
magnet power supplies are set synchronously step-by-step 
from the value at 1.89GeV to the desired value at 2.5GeV.  
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Figure 2:  Linear ramping principle. 

Ramping Principle 
The ramping principle of the magnet power supplies as 

shown in the figure 2: is that the maximum steps of the 
power supplies can be calculated according to the given 
maximum delta per step and given initial and final 
current.The number of steps is determined by the formula: 
(desimon-setpoint)/delta. The program sends out different 
setpoints step by step so that the power supplies can be set 
to their own desired value.  



Figure 3:  PS IOC Distribution in the network.
 

Ramping Program 
This ramp program is created using SNL[4] and running 

on an IOC. It is responsible for monitoring the ramp 
trigger record and ramp speed record. Then it sends 
different setpoints to every power supply step by step. 

During ramping, this program can be aborted by the 
Abort button. It has six state sets: Initiation, RampUp, 
RampDown, Standardize, TRampup and END. 

There is an IOC configuration file created by EXCEL 
for 60 PSs. The Initiation state will read this configuration 
file to get the PS name, and then dynamically assign 
variables to the PVs corresponding to the setpoint and 
current record. The advantage of dynamic assignment of 
channels is to make the program flexible and expandable. 
RampUp is to make the power supplies go to their own 
desired values at the same time. RampDown is to make 
them go to zero at the same time. Standardize is to make 
them first go to their own maximum values, then to zero 
at the same time. TRampUp is to make the power supplies 
first go to their own desired values at 2.3GeV, then go to 
their own desired values at 2.5GeV the same time. Abort 
is to let the program stop any action.  

Testing Result 
During the ramping test, we found that writing the 

current setpoint onto the PSC takes time and slower. 
During the first synchrotron radiation running, ramping 
test was divided into 4 stages. In the first stage (the first 
half of the December of 2006), ramping and STDZ 
program are loaded into every IOC. The execution of the 
every ramping program on IOC is triggered by the EPICS 
event. Consequently, the processing of the ramping was 
slow and not synchronized. In the second stage (the 
second half of the December of 2006), ramping and 
STDZ program are loaded into an dedicated IOC, all 
IOCs as shown in the figure 3 are connected to the same 
switch with one way out to minimize the unrelated 
network traffic as shown in the figure 3【5】. The ramping 
execution is still trigged by the EPICS event. In this case, 
the only different is one IOC sending setpoint to setpoint 
record of the all related IOCs step by step through the 
network. The execution of the ramping program couldn’t 
send setpoint too fast due to the slow processing of 
writing setpoint to the PSC board. As a result, there was 

no synchrotron problem, but with slow processing. In the 
third stage, by changing Vxworks clock from 60Hz to 
600Hz, the processing of the related PSC driver and 
database record on every IOC are getting fast. The 
ramping procedure from 1.89GeV to 2.5GeV took  about 
1.5minutes.  

T

2.5GeV

2.3GeV

1.89GeV

I

Magnet Measurement Curve

Broken Straight fitting line

 
Figure 4. Table Ramping Principle 

After changing physical working path, the ramping 
program has been tested with the beam. Continuing the 
ramping, a rapid beam loss was encountered when the 
energy reached to 2.4GeV.  So, the ramping procedure is 
divided into two steps: from 1.89GeV to 2.3GeV, 2.3GeV 
to 2.5GeV. In this case, there was no beam loss happened.  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Figure 5:  BSR Monitor and ramping OPI.

Table Ramping 
In order to ensure continuous ramping without the 

beam loss, we used two broken straight line instead of one 

switch
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to fit the magnet measurement curve as shown in the 
figure 4. One broken straight line is for 1.89GeV to 
2.3GeV, another is for 2.3GeV to 2.5GeV. The advantage 
of this way is that the current setpoints are closer to the 
magnet measurement data. The energy and designed 
current values are saved the database running on a soft 
IOC. The ramping program can get the designed current 
value by setting the energy. For eg. The ramping program 
set 2.3GeV energy to the energy PV, then get the 
designed current values at 2.3GeV, calculate delta from 
the current setpoint values to the designed current values, 
linear ramping to 2.3GeV, then get the designed current 
values at 2.5GeV, go same way, up to 2.5GeV. The whole 
procedure is done by one button “ Table Ramp” as shown 
in the figure 5. By testing with the beam, there was no 
beam loss happened. It took about 2 minutes. The 
ramping program was put into the second synchrotron 
running. It was going very well. 

CONCLUSION 
Up till now, the energy ramping in BSR has been 

running very well. It plays an important role in BEPCII 
synchrotron radiation running. At the same time, it proved 

that the magnet power supply control system with 
PSC/PSI is reliable. 

ACKNOWLEADGEMENT 
Authors would like to thank Shen Peng for  his helpful 

discussion about PSC/PSI during the ramping test. 

REFERENCES 
[1] BEPCII Design Report. 
[2] R.F. Lambiase, B. Oerter, J. Smith, “Power Supply 

Control for the Spallation Neutron Source.” EPAC’00, 
Vienna, Austria ,June 2000. 

[3] EPICS homepage: http://www.aps.anl.gov/epics 
[4] Andy Kozubal, “State Notation Language and 

Sequencer Users Guide” 
[5]   Y. K. Wu† , S. Hartman, S. F. Mikhailov, “A 

Physics Based Control System For The Duke 
Storage Ring”, Proceedings of the 2003 Particle 
Accelerator Conference, p. 2482-2484, 
California,USA,2003 

 
 

 
 



<<
  /ASCII85EncodePages true
  /AllowTransparency false
  /AutoPositionEPSFiles false
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile ()
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Off
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /LeaveColorUnchanged
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 524288
  /LockDistillerParams true
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments false
  /ParseDSCCommentsForDocInfo false
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo false
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments false
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts false
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Remove
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
    /ABSALOM
    /AgencyFB-Bold
    /AgencyFB-Reg
    /Algerian
    /ALIBI
    /AllegroBT-Regular
    /Arial-Black
    /Arial-BlackItalic
    /Arial-BoldItalicMT
    /Arial-BoldMT
    /Arial-ItalicMT
    /ArialMT
    /ArialNarrow
    /ArialNarrow-Bold
    /ArialNarrow-BoldItalic
    /ArialNarrow-Italic
    /ArialRoundedMTBold
    /ArialUnicodeMS
    /AvantGardeITCbyBT-Book
    /AvantGardeITCbyBT-BookOblique
    /AvantGardeITCbyBT-Demi
    /AvantGardeITCbyBT-DemiOblique
    /BankGothicBT-Medium
    /BaskOldFace
    /Batang
    /BATAVIA
    /Bauhaus93
    /BellMT
    /BellMTBold
    /BellMTItalic
    /BenguiatITCbyBT-Bold
    /BerlinSansFB-Bold
    /BerlinSansFBDemi-Bold
    /BerlinSansFB-Reg
    /BernardMT-Condensed
    /BernhardFashionBT-Regular
    /BernhardModernBT-Bold
    /BernhardModernBT-BoldItalic
    /BlackadderITC-Regular
    /BodoniMT
    /BodoniMTBlack
    /BodoniMTBlack-Italic
    /BodoniMT-Bold
    /BodoniMT-BoldItalic
    /BodoniMTCondensed
    /BodoniMTCondensed-Bold
    /BodoniMTCondensed-BoldItalic
    /BodoniMTCondensed-Italic
    /BodoniMT-Italic
    /BodoniMTPosterCompressed
    /BookAntiqua
    /BookAntiqua-Bold
    /BookAntiqua-BoldItalic
    /BookAntiqua-Italic
    /BookmanOldStyle
    /BookmanOldStyle-Bold
    /BookmanOldStyle-BoldItalic
    /BookmanOldStyle-Italic
    /BookshelfSymbolSeven
    /BradleyHandITC
    /BremenBT-Bold
    /BritannicBold
    /Broadway
    /BrushScriptMT
    /Calibri
    /Calibri-Bold
    /Calibri-BoldItalic
    /Calibri-Italic
    /CalifornianFB-Bold
    /CalifornianFB-Italic
    /CalifornianFB-Reg
    /CalisMTBol
    /CalistoMT
    /CalistoMT-BoldItalic
    /CalistoMT-Italic
    /Cambria
    /Cambria-Bold
    /Cambria-BoldItalic
    /Cambria-Italic
    /CambriaMath
    /Candara
    /Candara-Bold
    /Candara-BoldItalic
    /Candara-Italic
    /CASMIRA
    /Castellar
    /Centaur
    /Century
    /CenturyGothic
    /CenturyGothic-Bold
    /CenturyGothic-BoldItalic
    /CenturyGothic-Italic
    /CenturySchoolbook
    /CenturySchoolbook-Bold
    /CenturySchoolbook-BoldItalic
    /CenturySchoolbook-Italic
    /CharlesworthBold
    /Chiller-Regular
    /ColonnaMT
    /ComicSansMS
    /ComicSansMS-Bold
    /Consolas
    /Consolas-Bold
    /Consolas-BoldItalic
    /Consolas-Italic
    /Constantia
    /Constantia-Bold
    /Constantia-BoldItalic
    /Constantia-Italic
    /CooperBlack
    /CopperplateGothic-Bold
    /CopperplateGothicBT-Bold
    /CopperplateGothic-Light
    /Corbel
    /Corbel-Bold
    /Corbel-BoldItalic
    /Corbel-Italic
    /CourierNewPS-BoldItalicMT
    /CourierNewPS-BoldMT
    /CourierNewPS-ItalicMT
    /CourierNewPSMT
    /CurlzMT
    /DauphinPlain
    /EdwardianScriptITC
    /ELEGANCE
    /Elephant-Italic
    /Elephant-Regular
    /ELLIS
    /English111VivaceBT-Regular
    /EngraversMT
    /ErasITC-Bold
    /ErasITC-Demi
    /ErasITC-Light
    /ErasITC-Medium
    /EstrangeloEdessa
    /EXCESS
    /FelixTitlingMT
    /FootlightMTLight
    /ForteMT
    /FranklinGothic-Book
    /FranklinGothic-BookItalic
    /FranklinGothic-Demi
    /FranklinGothic-DemiCond
    /FranklinGothic-DemiItalic
    /FranklinGothic-Heavy
    /FranklinGothic-HeavyItalic
    /FranklinGothic-Medium
    /FranklinGothic-MediumCond
    /FranklinGothic-MediumItalic
    /FreestyleScript-Regular
    /FrenchScriptMT
    /FuturaBlackBT-Regular
    /FuturaBT-Bold
    /FuturaBT-BoldItalic
    /FuturaBT-ExtraBlack
    /FuturaBT-Light
    /FuturaBT-LightItalic
    /Garamond
    /Garamond-Bold
    /Garamond-Italic
    /Gautami
    /GENUINE
    /Georgia
    /Georgia-Bold
    /Georgia-BoldItalic
    /Georgia-Italic
    /Gigi-Regular
    /GillSansMT
    /GillSansMT-Bold
    /GillSansMT-BoldItalic
    /GillSansMT-Condensed
    /GillSansMT-ExtraCondensedBold
    /GillSansMT-Italic
    /GillSans-UltraBold
    /GillSans-UltraBoldCondensed
    /GloucesterMT-ExtraCondensed
    /GoudyHandtooledBT-Regular
    /GoudyOldStyleBT-Bold
    /GoudyOldStyleBT-BoldItalic
    /GoudyOldStyleBT-Italic
    /GoudyOldStyleBT-Roman
    /GoudyOldStyleT-Bold
    /GoudyOldStyleT-Italic
    /GoudyOldStyleT-Regular
    /GoudyStout
    /Haettenschweiler
    /HarlowSolid
    /Harrington
    /HELTERSKELTER
    /HERMAN
    /HighTowerText-Italic
    /HighTowerText-Reg
    /Humanist521BT-Bold
    /Humanist521BT-BoldItalic
    /Humanist521BT-Italic
    /Humanist521BT-Roman
    /Impact
    /ImprintMT-Shadow
    /InformalRoman-Regular
    /ISABELLE
    /JOAN
    /Jokerman-Regular
    /JuiceITC-Regular
    /JUSTICE
    /KabelITCbyBT-Book
    /KabelITCbyBT-Ultra
    /Kartika
    /KristenITC-Regular
    /KunstlerScript
    /Latha
    /LatinWide
    /Lithograph-Bold
    /LithographLight
    /LucidaBright
    /LucidaBright-Demi
    /LucidaBright-DemiItalic
    /LucidaBright-Italic
    /LucidaCalligraphy-Italic
    /LucidaConsole
    /LucidaFax
    /LucidaFax-Demi
    /LucidaFax-DemiItalic
    /LucidaFax-Italic
    /LucidaHandwriting-Italic
    /LucidaSans
    /LucidaSans-Demi
    /LucidaSans-DemiItalic
    /LucidaSans-Italic
    /LucidaSans-Typewriter
    /LucidaSans-TypewriterBold
    /LucidaSans-TypewriterBoldOblique
    /LucidaSans-TypewriterOblique
    /LucidaSansUnicode
    /Magneto-Bold
    /MaiandraGD-Regular
    /MANDELA
    /Mangal-Regular
    /Mathematica1
    /Mathematica1-Bold
    /Mathematica1Mono
    /Mathematica1Mono-Bold
    /Mathematica2
    /Mathematica2-Bold
    /Mathematica2Mono
    /Mathematica2Mono-Bold
    /Mathematica3
    /Mathematica3-Bold
    /Mathematica3Mono
    /Mathematica3Mono-Bold
    /Mathematica4
    /Mathematica4-Bold
    /Mathematica4Mono
    /Mathematica4Mono-Bold
    /Mathematica5
    /Mathematica5-Bold
    /Mathematica5Mono
    /Mathematica5Mono-Bold
    /Mathematica6
    /Mathematica6Bold
    /Mathematica6Mono
    /Mathematica6MonoBold
    /Mathematica7
    /Mathematica7Bold
    /Mathematica7Mono
    /Mathematica7MonoBold
    /MATTEROFFACT
    /MaturaMTScriptCapitals
    /MICRODOT
    /MicrosoftSansSerif
    /Mistral
    /Modern-Regular
    /MonotypeCorsiva
    /MS-Gothic
    /MS-Mincho
    /MSOutlook
    /MS-PGothic
    /MS-PMincho
    /MSReferenceSansSerif
    /MSReferenceSpecialty
    /MS-UIGothic
    /MT-Extra
    /MVBoli
    /NATURALBORN
    /NEOLITH
    /NiagaraEngraved-Reg
    /NiagaraSolid-Reg
    /OCRAExtended
    /OldEnglishTextMT
    /Onyx
    /OPENCLASSIC
    /OzHandicraftBT-Roman
    /PalaceScriptMT
    /PalatinoLinotype-Bold
    /PalatinoLinotype-BoldItalic
    /PalatinoLinotype-Italic
    /PalatinoLinotype-Roman
    /Papyrus-Regular
    /Parchment-Regular
    /Perpetua
    /Perpetua-Bold
    /Perpetua-BoldItalic
    /Perpetua-Italic
    /PerpetuaTitlingMT-Bold
    /PerpetuaTitlingMT-Light
    /Playbill
    /PMingLiU
    /PoorRichard-Regular
    /PosterBodoniBT-Roman
    /PRETEXT
    /Pristina-Regular
    /PUPPYLIKE
    /Raavi
    /RADAGUND
    /RageItalic
    /Ravie
    /REALVIRTUE
    /Rockwell
    /Rockwell-Bold
    /Rockwell-BoldItalic
    /Rockwell-Condensed
    /Rockwell-CondensedBold
    /Rockwell-ExtraBold
    /Rockwell-Italic
    /ScriptMTBold
    /SerifaBT-Bold
    /SerifaBT-Italic
    /SerifaBT-Roman
    /SerifaBT-Thin
    /SHELMAN
    /ShowcardGothic-Reg
    /Shruti
    /SimSun
    /SnapITC-Regular
    /SouvenirITCbyBT-DemiItalic
    /SouvenirITCbyBT-Light
    /SouvenirITCbyBT-LightItalic
    /Staccato222BT-Regular
    /Stencil
    /Swiss911BT-ExtraCompressed
    /Sylfaen
    /SymbolMT
    /Tahoma
    /Tahoma-Bold
    /TempusSansITC
    /TimesNewRomanPS-BoldItalicMT
    /TimesNewRomanPS-BoldMT
    /TimesNewRomanPS-ItalicMT
    /TimesNewRomanPSMT
    /Trebuchet-BoldItalic
    /TrebuchetMS
    /TrebuchetMS-Bold
    /TrebuchetMS-Italic
    /TRENDY
    /Tunga-Regular
    /TwCenMT-Bold
    /TwCenMT-BoldItalic
    /TwCenMT-Condensed
    /TwCenMT-CondensedBold
    /TwCenMT-CondensedExtraBold
    /TwCenMT-Italic
    /TwCenMT-Regular
    /TypoUprightBT-Regular
    /Verdana
    /Verdana-Bold
    /Verdana-BoldItalic
    /Verdana-Italic
    /VinerHandITC
    /Vivaldii
    /VladimirScript
    /Vrinda
    /Webdings
    /Wingdings2
    /Wingdings3
    /Wingdings-Regular
    /WP-ArabicScriptSihafa
    /WP-ArabicSihafa
    /WP-BoxDrawing
    /WP-CyrillicA
    /WP-CyrillicB
    /WP-GreekCentury
    /WP-GreekCourier
    /WP-GreekHelve
    /WP-HebrewDavid
    /WP-IconicSymbolsA
    /WP-IconicSymbolsB
    /WP-Japanese
    /WP-MathA
    /WP-MathB
    /WP-MathExtendedA
    /WP-MathExtendedB
    /WP-MultinationalAHelve
    /WP-MultinationalARoman
    /WP-MultinationalBCourier
    /WP-MultinationalBHelve
    /WP-MultinationalBRoman
    /WP-MultinationalCourier
    /WP-Phonetic
    /WPTypographicSymbols
    /ZapfElliptical711BT-Bold
    /ZapfElliptical711BT-BoldItalic
    /ZapfElliptical711BT-Italic
    /ZapfElliptical711BT-Roman
    /ZurichBT-RomanExtended
    /ZWAdobeF
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 300
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 300
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName (http://www.color.org)
  /PDFXTrapped /False

  /SyntheticBoldness 1.000000
  /Description <<
    /ENG ()
    /ENU (Setup for JACoW - paper size, embed all fonts, compression, Acrobat 5 compatibility.)
  >>
>> setdistillerparams
<<
  /HWResolution [600 600]
  /PageSize [595.000 791.000]
>> setpagedevice


