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Abstract 
SCORE is an application used to save machine settings, 

compare live values with save values and restore saved 
values. Features include sorting by systems and 
subsystems, highlighting changed values and database 
storage of the information. The compare feature is useful 
for diagnosing problems, and the restore feature is useful 
in recovering good beam tune. Features of the application 
and performance experience with respect to database 
retrieval and live comparison will be discussed. 

INTRODUCTION 
Accelerators are inherently complicated devices 

consisting of multiple systems, each with many settable 
components. Total setpoints counts of many thousands of 
values are typical, and a single quantity set improperly 
can negatively impact beam operation. Efficiently 
managing the proper device settings is an important part 
of operations and beam study. A program called SCORE 
(Save Compare and Restore) has been developed at the 
Spallation Neutron Source for this purpose. At the earliest 
days of SNS commissioning it became obvious such a 
tool was direly needed. The EPICS BackUp and Restore 
Tool (BURT) [1] was evaluated but it lacked a compare 
feature, used a cumbersome file storage system and 
sometimes did not work for us.  The beam study 
physicists and operators at SNS were queried for features 
they would like in a restore tool. As SNS was a new 
facility, the garnered requirements came from the 
combined experience of the multiple accelerator 
laboratories from which the SNS staff had come. SCORE 
was developed to satisfy these requirements and quickly 
became one of the most widely used application programs 
at SNS and the de-facto tool for machine setup 
restoration.   

SCORE is a Java program written in the context of the 
XAL Framework [2]. Each set of saved data is stored as a 
collection in a database. Saved sets consist of multiple 
records consisting of signal names and values. When a set 
is selected, EPICS channel monitors are created for each 
signal. A Java GUI display offers the user a filterable view 
to compare the live machine values with the saved ones. 
The user may select arbitrary portions of the saved set for 
restoration to the machine. These features are described in 
more detail in the following sections. 

DATA STRUCTURES 

Internal Data Structure Within SCORE 
User requirements included that the device parameters 

to be saved should be comparable to live values by a 

human before the restore is done, they should be filterable 
by major accelerator system (e.g. Ring, transfer line1, 
linac, etc.), and also filterable by sub-system (e.g. magnet, 
RF, Timing, etc.). Finally both setpoints and readbacks of 
comparable quantities should be displayed on the same 
row (e.g. magnet power supply current setpoint and 
readback). This is useful for example, since restoring a 
magnet power supply current setpoint to a saved value 
does not guarantee that it will return to the same value, 
esp. if the power supply is tripped either at the present 
time or was tripped when the original snapshot was taken.  

Not all rows have both setpoint and readback values. 
For example some devices do not provide readback values 
for settable quantities, sometimes readback quantities are 
stored with no single direct settable signal for 
documentation of conditions (e.g. vacuum level), and 
sometimes important settable quantities need special 
permissions for change – yet are useful to compare to a 
good tune setup case. In the latter case, these special 
settable quantities are included only in the readback 
column, where they can be compared, yet are safe from 
any restore possibility.  

Database Structures 
A collection of the data structures described above 

represents a “Group” of data that can be utilized by 
SCORE. Example sets used at SNS are 1) the main 
magnet RF, timing, etc. settings used to directly setup the 
machine, 2) detailed diagnostic device calibration 
settings, and 3) detailed RF feedback and feed forward 
settings used by the RF group. This allows different 
groups or interested parties to create their own groups of 
quantities to check. A database table is used to define 
these groups. 

Another database table keeps track of group snapshots 
that have been taken. This table is simple – it just has a 
primary key to the group discussed above, a timestamp 
when the snapshot was taken, a flag indicating whether 
this is the “golden” snapshot for this group and a text 
comment describing the group. It does not contain any 
actual values. This particular table is useful for browsing 
available snapshots over a prescribed time range and 
previewing the comments. 

Of course when a snapshot is taken, the data must be 
saved and a third database table is used for this purpose.  
Each record in this table includes the timestamp, setpoint 
name, setpoint value, readback name and readback value. 
For historical reasons, all data is stored as strings in the 
database and converted to type Double in the Java 
program. An implicit assumption is that all data stored is 
real – if other types need to be stored, this table must be 
extended.  This table has had many records committed to 



date. Each “group” consists of order ~1000 rows – 
consider the number of major settable quantities in an 
accelerator. Also during beam tuning, many of these 
snapshots are taken during each day. None-the-less the 
query to retrieve a selected group snapshot is typically 
seconds.  

A major advantage of database storage of the saved 
information is that there is no need to maintain archives of 
text files. The initial version of SCORE used a file storage 
method in a “directory hierarchy” and was much more 
cumbersome and lacked features discussed below.  

JAVA PROGRAM  

Retrieving a Snapshot 
When the program starts, an “open” tab is active (or can 

be selected at anytime). This view is shown in Figure 1. 
The different snapshot group types are available in a pull-
down list selection. Once the group type is selected a 
specific snapshot may be selected.  One option is to 
simply select the “golden” save set for this group. 
Otherwise the user can browse for the desired snapshot. 
An adjustable time range is provided for refinement of the 
search. For a given time-span, all available group 
snapshots in this range are retrieved, and the timestamp 
and user comment of these snapshots are displayed. The 
user comment is especially useful and often the primary 
means of quickly remembering which save-set to use. Use 
of a database greatly simplifies implementation of this 
feature. The original SCORE deployment used text files 
for information storage, and this feature was not readily 
possible.  

Once a group snapshot is selected for retrieval, several 
actions are taken. A list of all systems and subsystems 
included in the snapshot is compiled for filtering 
purposes. The user can select which systems to display 
and information on each system is displayed on a separate 
tab. Within each tab, the display of information is ordered 
by subsystem. Filtering is also available for signal names 
(regular-expression).  Also, monitors are opened for each 
signal (both readback and setpoints) to facilitate live value 
comparison, regardless of what fraction of the group has 
been selected for the initial display.  The display filtering 
can be changed on-the-fly. 

Comparing the Live and Saved Data 
An example of a live display is shown in Figure 2. Each 

row of displayed information includes the setpoint signal 
name, setpoint saved value, setpoint live value, associated 
readback signal name, readback saved value and readback 
live value. The user can navigate different systems, 
subsystems etc. to look for values that are either set 
differently or are operating differently than when the 
group snapshot was taken.  Of course visually looking for 
differences between many numbers in a large display is 
difficult for humans. There is a feature to highlight the 
live value displays in red if they differ by a prescribed 
fraction more than the corresponding saved value.  Many 

difficulties in restoring a good tune setup are quickly 
resolved by browsing systems “looking for red”.  

The signal monitors may update at different rates, and if 
the display were always updated at each monitor change, 
the application would be slow, and the display difficult to 
read. We have implemented a timed display update every 
two seconds to avoid this problem.   

Taking a Snapshot 
The first (but optional) step in creating a new snapshot 

is creating a text description of the snapshot you are about 
to take. Pressing a button called “Snap n Save” results in a 
new snapshot being created. The live values from the 
monitors are copied to the “saved value” column and new 
database entries (as described in Section 2) are created. If 
a live value is undefined (e.g. the device is temporarily 
unplugged or communications not available so that no 
monitor can be established), the saved value is stored as 
NaN. The snapshot action is simple and fast. Snapshots 
are taken often during beam tuning activities when 
incremental improvements are being made amid steps 
backwards. 

Restoring Values 
Restoring values requires slightly more user actions 

than the snapshot action since this action affects the 
machine. First the user selects the rows for which 
restoration is desired, and then clicks a “Restore” button. 
A confirmation dialog prompts the user to ensure this 
action is desired, and if so the saved setpoint values in the 
selected rows are sent to the machine. At the same time, 
an automatic notice is posted in our electronic log book 
indicating which quantities have been restored. If any of 
the saved values have a NaN value, the restoration of 
these particular signals is suppressed.  

EXPERIENCE 
SCORE has proved to be a valuable aid in restoring 

machine setup and a useful aid in beam tuning. It fulfills a 
need for quickly understanding what has changed from a 
good tune. The compare feature is especially critical in 
this respect. It allows one to evaluate the present machine 
state with another saved state without resorting to blind 
restoration of values until things get better. Use of 
SCORE helped the rapid beam commissioning and power 
ramp-up progress over the last several years. Also the use 
of a database for the storing stored information has been 
positive. It offers features that are not possible with file 
storage and alleviates file maintenance.  

At SNS beam availability is very important, and rapid 
restoration of production beam is crucial. SNS operators 
are able to restore the entire machine rather quickly and 
reliably, with help from with this tool. E.g. well tuned 
high power neutron production has been restored by 
operators alone in a few hours after a major power failure, 
with the help of SCORE. 



 
Figure 1:  The user interface for viewing and selecting group snapshots. Each group snapshot has a timestamp and user 
comment for identification. 

 

 
Figure 2:  Example display of a selected system (MEBT) from a group snapshot.   Live values that differ by more than a 
prescribed amount from the saved value are displayed in red. 

REFERENCES 
[1] BURT: Back Up and Restore Tool, 
 http://www.aps.anl.gov/epics/extensions/burt/index.php . 

 
[2] Thomas Pelaia II, Chris Allen, Sarah Cousineau, John 

Galambos, Jeff Holmes, Andrei Shishlo, Yan Zhang, 
Alexander Zhukov, P. Chu, “XAL Status”, these 
proceedings. 

Group type selection 

Time span to search for snapshots 



<<
  /ASCII85EncodePages true
  /AllowTransparency false
  /AutoPositionEPSFiles false
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile ()
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Off
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /LeaveColorUnchanged
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 524288
  /LockDistillerParams true
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments false
  /ParseDSCCommentsForDocInfo false
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo false
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments false
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts false
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Remove
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
    /ABSALOM
    /AgencyFB-Bold
    /AgencyFB-Reg
    /Algerian
    /ALIBI
    /AllegroBT-Regular
    /Arial-Black
    /Arial-BlackItalic
    /Arial-BoldItalicMT
    /Arial-BoldMT
    /Arial-ItalicMT
    /ArialMT
    /ArialNarrow
    /ArialNarrow-Bold
    /ArialNarrow-BoldItalic
    /ArialNarrow-Italic
    /ArialRoundedMTBold
    /ArialUnicodeMS
    /AvantGardeITCbyBT-Book
    /AvantGardeITCbyBT-BookOblique
    /AvantGardeITCbyBT-Demi
    /AvantGardeITCbyBT-DemiOblique
    /BankGothicBT-Medium
    /BaskOldFace
    /Batang
    /BATAVIA
    /Bauhaus93
    /BellMT
    /BellMTBold
    /BellMTItalic
    /BenguiatITCbyBT-Bold
    /BerlinSansFB-Bold
    /BerlinSansFBDemi-Bold
    /BerlinSansFB-Reg
    /BernardMT-Condensed
    /BernhardFashionBT-Regular
    /BernhardModernBT-Bold
    /BernhardModernBT-BoldItalic
    /BlackadderITC-Regular
    /BodoniMT
    /BodoniMTBlack
    /BodoniMTBlack-Italic
    /BodoniMT-Bold
    /BodoniMT-BoldItalic
    /BodoniMTCondensed
    /BodoniMTCondensed-Bold
    /BodoniMTCondensed-BoldItalic
    /BodoniMTCondensed-Italic
    /BodoniMT-Italic
    /BodoniMTPosterCompressed
    /BookAntiqua
    /BookAntiqua-Bold
    /BookAntiqua-BoldItalic
    /BookAntiqua-Italic
    /BookmanOldStyle
    /BookmanOldStyle-Bold
    /BookmanOldStyle-BoldItalic
    /BookmanOldStyle-Italic
    /BookshelfSymbolSeven
    /BradleyHandITC
    /BremenBT-Bold
    /BritannicBold
    /Broadway
    /BrushScriptMT
    /Calibri
    /Calibri-Bold
    /Calibri-BoldItalic
    /Calibri-Italic
    /CalifornianFB-Bold
    /CalifornianFB-Italic
    /CalifornianFB-Reg
    /CalisMTBol
    /CalistoMT
    /CalistoMT-BoldItalic
    /CalistoMT-Italic
    /Cambria
    /Cambria-Bold
    /Cambria-BoldItalic
    /Cambria-Italic
    /CambriaMath
    /Candara
    /Candara-Bold
    /Candara-BoldItalic
    /Candara-Italic
    /CASMIRA
    /Castellar
    /Centaur
    /Century
    /CenturyGothic
    /CenturyGothic-Bold
    /CenturyGothic-BoldItalic
    /CenturyGothic-Italic
    /CenturySchoolbook
    /CenturySchoolbook-Bold
    /CenturySchoolbook-BoldItalic
    /CenturySchoolbook-Italic
    /CharlesworthBold
    /Chiller-Regular
    /ColonnaMT
    /ComicSansMS
    /ComicSansMS-Bold
    /Consolas
    /Consolas-Bold
    /Consolas-BoldItalic
    /Consolas-Italic
    /Constantia
    /Constantia-Bold
    /Constantia-BoldItalic
    /Constantia-Italic
    /CooperBlack
    /CopperplateGothic-Bold
    /CopperplateGothicBT-Bold
    /CopperplateGothic-Light
    /Corbel
    /Corbel-Bold
    /Corbel-BoldItalic
    /Corbel-Italic
    /CourierNewPS-BoldItalicMT
    /CourierNewPS-BoldMT
    /CourierNewPS-ItalicMT
    /CourierNewPSMT
    /CurlzMT
    /DauphinPlain
    /EdwardianScriptITC
    /ELEGANCE
    /Elephant-Italic
    /Elephant-Regular
    /ELLIS
    /English111VivaceBT-Regular
    /EngraversMT
    /ErasITC-Bold
    /ErasITC-Demi
    /ErasITC-Light
    /ErasITC-Medium
    /EstrangeloEdessa
    /EXCESS
    /FelixTitlingMT
    /FootlightMTLight
    /ForteMT
    /FranklinGothic-Book
    /FranklinGothic-BookItalic
    /FranklinGothic-Demi
    /FranklinGothic-DemiCond
    /FranklinGothic-DemiItalic
    /FranklinGothic-Heavy
    /FranklinGothic-HeavyItalic
    /FranklinGothic-Medium
    /FranklinGothic-MediumCond
    /FranklinGothic-MediumItalic
    /FreestyleScript-Regular
    /FrenchScriptMT
    /FuturaBlackBT-Regular
    /FuturaBT-Bold
    /FuturaBT-BoldItalic
    /FuturaBT-ExtraBlack
    /FuturaBT-Light
    /FuturaBT-LightItalic
    /Garamond
    /Garamond-Bold
    /Garamond-Italic
    /Gautami
    /GENUINE
    /Georgia
    /Georgia-Bold
    /Georgia-BoldItalic
    /Georgia-Italic
    /Gigi-Regular
    /GillSansMT
    /GillSansMT-Bold
    /GillSansMT-BoldItalic
    /GillSansMT-Condensed
    /GillSansMT-ExtraCondensedBold
    /GillSansMT-Italic
    /GillSans-UltraBold
    /GillSans-UltraBoldCondensed
    /GloucesterMT-ExtraCondensed
    /GoudyHandtooledBT-Regular
    /GoudyOldStyleBT-Bold
    /GoudyOldStyleBT-BoldItalic
    /GoudyOldStyleBT-Italic
    /GoudyOldStyleBT-Roman
    /GoudyOldStyleT-Bold
    /GoudyOldStyleT-Italic
    /GoudyOldStyleT-Regular
    /GoudyStout
    /Haettenschweiler
    /HarlowSolid
    /Harrington
    /HELTERSKELTER
    /HERMAN
    /HighTowerText-Italic
    /HighTowerText-Reg
    /Humanist521BT-Bold
    /Humanist521BT-BoldItalic
    /Humanist521BT-Italic
    /Humanist521BT-Roman
    /Impact
    /ImprintMT-Shadow
    /InformalRoman-Regular
    /ISABELLE
    /JOAN
    /Jokerman-Regular
    /JuiceITC-Regular
    /JUSTICE
    /KabelITCbyBT-Book
    /KabelITCbyBT-Ultra
    /Kartika
    /KristenITC-Regular
    /KunstlerScript
    /Latha
    /LatinWide
    /Lithograph-Bold
    /LithographLight
    /LucidaBright
    /LucidaBright-Demi
    /LucidaBright-DemiItalic
    /LucidaBright-Italic
    /LucidaCalligraphy-Italic
    /LucidaConsole
    /LucidaFax
    /LucidaFax-Demi
    /LucidaFax-DemiItalic
    /LucidaFax-Italic
    /LucidaHandwriting-Italic
    /LucidaSans
    /LucidaSans-Demi
    /LucidaSans-DemiItalic
    /LucidaSans-Italic
    /LucidaSans-Typewriter
    /LucidaSans-TypewriterBold
    /LucidaSans-TypewriterBoldOblique
    /LucidaSans-TypewriterOblique
    /LucidaSansUnicode
    /Magneto-Bold
    /MaiandraGD-Regular
    /MANDELA
    /Mangal-Regular
    /Mathematica1
    /Mathematica1-Bold
    /Mathematica1Mono
    /Mathematica1Mono-Bold
    /Mathematica2
    /Mathematica2-Bold
    /Mathematica2Mono
    /Mathematica2Mono-Bold
    /Mathematica3
    /Mathematica3-Bold
    /Mathematica3Mono
    /Mathematica3Mono-Bold
    /Mathematica4
    /Mathematica4-Bold
    /Mathematica4Mono
    /Mathematica4Mono-Bold
    /Mathematica5
    /Mathematica5-Bold
    /Mathematica5Mono
    /Mathematica5Mono-Bold
    /Mathematica6
    /Mathematica6Bold
    /Mathematica6Mono
    /Mathematica6MonoBold
    /Mathematica7
    /Mathematica7Bold
    /Mathematica7Mono
    /Mathematica7MonoBold
    /MATTEROFFACT
    /MaturaMTScriptCapitals
    /MICRODOT
    /MicrosoftSansSerif
    /Mistral
    /Modern-Regular
    /MonotypeCorsiva
    /MS-Gothic
    /MS-Mincho
    /MSOutlook
    /MS-PGothic
    /MS-PMincho
    /MSReferenceSansSerif
    /MSReferenceSpecialty
    /MS-UIGothic
    /MT-Extra
    /MVBoli
    /NATURALBORN
    /NEOLITH
    /NiagaraEngraved-Reg
    /NiagaraSolid-Reg
    /OCRAExtended
    /OldEnglishTextMT
    /Onyx
    /OPENCLASSIC
    /OzHandicraftBT-Roman
    /PalaceScriptMT
    /PalatinoLinotype-Bold
    /PalatinoLinotype-BoldItalic
    /PalatinoLinotype-Italic
    /PalatinoLinotype-Roman
    /Papyrus-Regular
    /Parchment-Regular
    /Perpetua
    /Perpetua-Bold
    /Perpetua-BoldItalic
    /Perpetua-Italic
    /PerpetuaTitlingMT-Bold
    /PerpetuaTitlingMT-Light
    /Playbill
    /PMingLiU
    /PoorRichard-Regular
    /PosterBodoniBT-Roman
    /PRETEXT
    /Pristina-Regular
    /PUPPYLIKE
    /Raavi
    /RADAGUND
    /RageItalic
    /Ravie
    /REALVIRTUE
    /Rockwell
    /Rockwell-Bold
    /Rockwell-BoldItalic
    /Rockwell-Condensed
    /Rockwell-CondensedBold
    /Rockwell-ExtraBold
    /Rockwell-Italic
    /ScriptMTBold
    /SerifaBT-Bold
    /SerifaBT-Italic
    /SerifaBT-Roman
    /SerifaBT-Thin
    /SHELMAN
    /ShowcardGothic-Reg
    /Shruti
    /SimSun
    /SnapITC-Regular
    /SouvenirITCbyBT-DemiItalic
    /SouvenirITCbyBT-Light
    /SouvenirITCbyBT-LightItalic
    /Staccato222BT-Regular
    /Stencil
    /Swiss911BT-ExtraCompressed
    /Sylfaen
    /SymbolMT
    /Tahoma
    /Tahoma-Bold
    /TempusSansITC
    /TimesNewRomanPS-BoldItalicMT
    /TimesNewRomanPS-BoldMT
    /TimesNewRomanPS-ItalicMT
    /TimesNewRomanPSMT
    /Trebuchet-BoldItalic
    /TrebuchetMS
    /TrebuchetMS-Bold
    /TrebuchetMS-Italic
    /TRENDY
    /Tunga-Regular
    /TwCenMT-Bold
    /TwCenMT-BoldItalic
    /TwCenMT-Condensed
    /TwCenMT-CondensedBold
    /TwCenMT-CondensedExtraBold
    /TwCenMT-Italic
    /TwCenMT-Regular
    /TypoUprightBT-Regular
    /Verdana
    /Verdana-Bold
    /Verdana-BoldItalic
    /Verdana-Italic
    /VinerHandITC
    /Vivaldii
    /VladimirScript
    /Vrinda
    /Webdings
    /Wingdings2
    /Wingdings3
    /Wingdings-Regular
    /WP-ArabicScriptSihafa
    /WP-ArabicSihafa
    /WP-BoxDrawing
    /WP-CyrillicA
    /WP-CyrillicB
    /WP-GreekCentury
    /WP-GreekCourier
    /WP-GreekHelve
    /WP-HebrewDavid
    /WP-IconicSymbolsA
    /WP-IconicSymbolsB
    /WP-Japanese
    /WP-MathA
    /WP-MathB
    /WP-MathExtendedA
    /WP-MathExtendedB
    /WP-MultinationalAHelve
    /WP-MultinationalARoman
    /WP-MultinationalBCourier
    /WP-MultinationalBHelve
    /WP-MultinationalBRoman
    /WP-MultinationalCourier
    /WP-Phonetic
    /WPTypographicSymbols
    /ZapfElliptical711BT-Bold
    /ZapfElliptical711BT-BoldItalic
    /ZapfElliptical711BT-Italic
    /ZapfElliptical711BT-Roman
    /ZurichBT-RomanExtended
    /ZWAdobeF
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 300
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 300
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName (http://www.color.org)
  /PDFXTrapped /False

  /SyntheticBoldness 1.000000
  /Description <<
    /ENG ()
    /ENU (Setup for JACoW - paper size, embed all fonts, compression, Acrobat 5 compatibility.)
  >>
>> setdistillerparams
<<
  /HWResolution [600 600]
  /PageSize [595.000 791.000]
>> setpagedevice


