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Abstract

The current GSI control system uses a very monolithic
approach that made it difficult to extend the system to other
than the original platforms (VME front ends and Open-
VMS on the application level). For the present renovation
project of the communication layers, flexibility was a ma-
jor design criterion. Front-end and application levels are
connected via CORBA middleware, giving free choice for
using various system architectures and programming lan-
guages on both levels. While most of the current front-end
software will be ported to the existing VME front-end envi-
ronment, now running Linux, the new system can integrate
devices running on various architectures and operating sys-
tems into the new GSI control system. To model equip-
ment functionality as independently as possible, generat-
ing adapter code from a well-defined XML description of
device models is now under development. This will make
the task of porting the existing 65 device models (includ-
ing around 3000 properties) to the new modular approach
easier.

INTRODUCTION

The GSI control system was commissioned nearly 20
years ago. Since then it was extended step by step to cope
with the continuously refined usage of the GSI accelera-
tors. In regular operation, three ion sources serve up to five
experiments in pulse to pulse time sharing mode, allow-
ing varying setups according to the different experiment re-
quests as well as providing a set of fixed beams for cancer
irradiation.

The high degree reached in operation demonstrates the
capabilities of the system outline. However, fulfilling the
growing demands becomes more and more difficult. Rigid
structures severely hinder to keep up with the technolog-
ical progress. Future work therefore has to spend special
attention to provide sufficient flexibility in the system.

GSI CONTROL SYSTEM

Outline of Control System

The GSI control system is designed as a decentralized
distributed system, according to the well established stan-
dard model (fig. 1): Operation level workstations for man
machine interaction and data generation, connected by net-
work to VME front-end controllers for device handling.

A characteristic of the GSI system is to use two hard-
ware layers in the front-ends. Real-time Equipment Con-
trollers (EC), synchronized by the timing system, assure
precisely timed equipment handling with an accuracy down
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Figure 1: Outline of GSI control system.

to several microseconds. Remote requests via the network
are handled in separate Supervisor Controller (SC) boards
which don’t need any real-time capability.

Status

Not unusual at that time when the system was developed,
focus was on over-all functionality only. To provide a tuned
system, most of the software, even the network protocol,
and the equipment interfacing hardware, were developed
in-house. Tailoring to the underlying platforms has lead to
a system in which the components of the the operation level
and the front-end level are tightly interwoven.

Modifications of the core components are very cumber-
some because of the coupling and had to be avoided in the
past. As a result the system is implemented only on the
platforms used during original development: OpenVMS
workstations and specific M680xx VME boards.

The SC boards are no longer available and need to be
replaced urgently. Porting to similar boards would be pos-
sible, in principle. However, this would conserve the rigid
structures further on. Therefore a more general renova-
tion was started: Completely rebuilding the communica-
tion layers in the control system.

RENOVATION PROJECT

Strategy

The new communication layers have to implement a sim-
ilar functionality as before, to allow usage with the existing
operation’s applications. Using nowadays available mid-
dleware, this can be done with much less effort compared
to the existing implementation with its proprietary compo-
nents.

Decision was made to use CORBA since it straightfor-
wardly links applications in different programming lan-



guages including scripting languages like Python, on dif-
ferent operating systems. Being well standardized, many
commercial CORBA implementations are available as well
as OpenSource developments.

Implementation Outline

The system software on the SCs was developed newly. It
offers a device model similar to the former one: Indepen-
dent devices with properties reflecting the characteristics of
the equipment. Access to equipment means calling a prop-
erty for a specific device.

A central device manager establishes the device objects.
Installation is on PowerPC VME boards running Linux.

Presently, about 65 different device types have to be sup-
ported, implementing about 3000 different properties. Be-
ing the major part of the SC software, the code of these
properties can be re-used in the new environment with
small adaptations. The existing EC installation, soft- as
well as hardware, can be integrated nearly unchanged.

The existing procedural client interface is extended so
that it can also handle the new device implementation. Both
device front-end installations, the old and the new, can be
used in parallel to allow a smooth step by step migration on
the front-end side. For future use, an OO client interfaces is
provided. Presently C++ and Python are supported, while
a Java interface is under development.

Status

The implementation has reached the state were it can be
used under real-life conditions. It is installed in a first loca-
tion in the accelerator and showed the usability of the un-
derlying approach in a first experiment’s beam time. With
this new SC software the control system overcomes the for-
mer limitations to OpenVMS and dedicated VME boards
on the front-end side.

EXTENDED APPLICATION FIELDS

Non-VME Devices

The new device presentation layer was initially devel-
oped for usage on the PowerPC SC boards. It sits atop of
the existing ECs which handle the equipment control, and
the interfacing to the equipment. Test of the system re-
quested installation on a VME crate, equipped with at least
one EC.

To provide a simpler test environment the SC software
was ported to a standard x86 Linux PC. This was achieved
in short time by using several quick and dirty short cuts to
remove the interaction with the ECs .

Success with this fast implementation encouraged to re-
work the central SC software, which is device manager and
device model. Dependencies on the underlying EC soft-
ware were separated. Equivalents for stand alone opera-
tion, without underlying ECs, were developed.

By simple makefile switch, the device manager can be
build for the GSI VME environment as well a for a stand-
alone Linux installation. This was already helpful in an
early stage where prototypes of Java GUI applications were
developed by Cosylab and could be tested easily in Ljubl-
jana.

M-Box

The x86 implementation in first stage provided only
dummy properties. Because up to now all equipment in
the control system is connected via EC controllers, the x86
version was not used for equipment handling.

However, interfacing to equipment can be integrated eas-
ily into the properties. This allows using non-VME con-
trollers as front-end node in the GSI control system.

First usage is for a stepper motor driver, to position the
new septum in the GSI synchrotron [1]. Because of its ca-
pability of driving several axes simultaneously, Cosylab’s
M-Box was selected to drive the motors. It integrates a
PMAC stepper motor controller onto an MicroIOC, which
is an embedded Linux computer.

Since the device manager depends on rather general re-
sources only, it could be straightforwardly build for the
MicroIOC. Driver functions provide access to the PMAC
stepper motor controller. The septum actuator is presented
in the control system identically to the devices installed on
the traditional VME crates.

Windows

For a long time, Windows operating systems were not
used in the control system. However, for many experts it is
their preferred working environment, and in the commer-
cial area many drivers are available for Windows systems
only. It is therefore desirable to support Windows in the
control system.

When a new team member joined us, who had worked
mainly in the Windows environment before, we started
with the first steps towards an integration.

The client interface, which is only lightly depending on
operating system functionality, could be ported and build
with Microsoft Visual C++ in short time. Work was done
by a newbie in control system technology. By this port,
Windows clients have access to devices in the control sys-
tem.

Encouraged by this fast success, porting of the device
manager itself was started. Again a re-work of the code
had to be done, now by identifying system dependencies.
These were caused by the different approaches on inter-
process communication (e. g. message queuing) and system
logging in Windows and Linux. We created a library with
a common layer for operating system dependent calls, pro-
viding the same interface for message queuing, signal han-
dling and system logging for Windows and Linux. Threads
are based on omniORB threads which define a common
wrapper for thread programming on several systems. The



library contains a set of functions providing some Unix
functions that were non-existing under Windows.

After about two months work, the device manager is
functional on Windows, too.

CODE GENERATOR

While the device manager can be installed easily, writing
the device specific implementation can be cumbersome. A
set of properties has to be implemented to represent the
specifics of the device.

On the other hand, clients must use the properties cor-
rectly. To assure that both sides fit, the implementation
should be derived from a common interface definition.

We invented a XML Schema Definition for GSI equip-
ment models. In present, C++ header files and source skele-
tons for device servers are created from the XML represen-
tation of the equipment models (cf. listing 1 for an exam-
ple) using a XSLT style sheet processed by XalanJ. The
class definitions for the device properties and the proto-
types for the action methods (read, write and call) are cre-
ated automatically (fig. 2). This includes the in-code docu-
mentation of property data and parameters using Doxygen,
supporting the generation of API documentation in HTML
and LATEX format.
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Figure 2: Workflow for the generation of C++ sources and
API docs from XML device definition

Listing 1: Example of a XML device definition

<eqmod>
<name>MX</name>
<creator>KlausHoeppner</creator>
<version>09.01.01</version>
<description>Multiplexed Dipole

Magnet</description>
<variant id="1">PERMANENT_SIS</variant>
<variant id="2">SHARED_SIS</variant>
<variant id="3">PERMANENT_UNI</variant>
<property category="master">
<name>INIT</name>
<description>Initialize</description>
<action type="call" medlock="all"/>

</property>
<property category="slave">
<name>CURRENTS</name>
<description>Current Set

Value</description>
<action type="read" medlock="none"/>
<action type="write" medlock="vrtacc"/>
<data type="Float32">
<value name="current">Current (Set)</value>

</data>
</property>

</eqmod>

CONCLUSION

The renovated front-end software with its new network
communication is now ready to be used in GSI’s acceler-
ator controls. Intentionally developed for Linux PowerPC
VME boards to replace the outdated SC controllers, it can
be easily used in other environments, too.

With the new device manager a flexible controls frame-
work is available. Being restricted to VME front-ends in
the past, the GSI control system now allows integration of
other front-end platforms, too. The M-Box stepping motor
controller is a first step towards well adapted solutions for
future demands in the control of accelerator equipment.
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[1] J. Dedič, J. Bobnar, I. Križnar, R. Šabjan, R. C. Bär, G. Fröh-
lich, K. Herlo, U. Krause, M. Schwickert, “Customizable
Motion Control Solution Supporting Large Distances”, ICA-
LEPCS’07, October 2007, Knoxville, WPPB18, http://
www.sns.gov/icalepcs07/.

.



<<
  /ASCII85EncodePages true
  /AllowTransparency false
  /AutoPositionEPSFiles false
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile ()
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Off
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /LeaveColorUnchanged
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 524288
  /LockDistillerParams true
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments false
  /ParseDSCCommentsForDocInfo false
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo false
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments false
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts false
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Remove
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
    /ABSALOM
    /AgencyFB-Bold
    /AgencyFB-Reg
    /Algerian
    /ALIBI
    /AllegroBT-Regular
    /Arial-Black
    /Arial-BlackItalic
    /Arial-BoldItalicMT
    /Arial-BoldMT
    /Arial-ItalicMT
    /ArialMT
    /ArialNarrow
    /ArialNarrow-Bold
    /ArialNarrow-BoldItalic
    /ArialNarrow-Italic
    /ArialRoundedMTBold
    /ArialUnicodeMS
    /AvantGardeITCbyBT-Book
    /AvantGardeITCbyBT-BookOblique
    /AvantGardeITCbyBT-Demi
    /AvantGardeITCbyBT-DemiOblique
    /BankGothicBT-Medium
    /BaskOldFace
    /Batang
    /BATAVIA
    /Bauhaus93
    /BellMT
    /BellMTBold
    /BellMTItalic
    /BenguiatITCbyBT-Bold
    /BerlinSansFB-Bold
    /BerlinSansFBDemi-Bold
    /BerlinSansFB-Reg
    /BernardMT-Condensed
    /BernhardFashionBT-Regular
    /BernhardModernBT-Bold
    /BernhardModernBT-BoldItalic
    /BlackadderITC-Regular
    /BodoniMT
    /BodoniMTBlack
    /BodoniMTBlack-Italic
    /BodoniMT-Bold
    /BodoniMT-BoldItalic
    /BodoniMTCondensed
    /BodoniMTCondensed-Bold
    /BodoniMTCondensed-BoldItalic
    /BodoniMTCondensed-Italic
    /BodoniMT-Italic
    /BodoniMTPosterCompressed
    /BookAntiqua
    /BookAntiqua-Bold
    /BookAntiqua-BoldItalic
    /BookAntiqua-Italic
    /BookmanOldStyle
    /BookmanOldStyle-Bold
    /BookmanOldStyle-BoldItalic
    /BookmanOldStyle-Italic
    /BookshelfSymbolSeven
    /BradleyHandITC
    /BremenBT-Bold
    /BritannicBold
    /Broadway
    /BrushScriptMT
    /Calibri
    /Calibri-Bold
    /Calibri-BoldItalic
    /Calibri-Italic
    /CalifornianFB-Bold
    /CalifornianFB-Italic
    /CalifornianFB-Reg
    /CalisMTBol
    /CalistoMT
    /CalistoMT-BoldItalic
    /CalistoMT-Italic
    /Cambria
    /Cambria-Bold
    /Cambria-BoldItalic
    /Cambria-Italic
    /CambriaMath
    /Candara
    /Candara-Bold
    /Candara-BoldItalic
    /Candara-Italic
    /CASMIRA
    /Castellar
    /Centaur
    /Century
    /CenturyGothic
    /CenturyGothic-Bold
    /CenturyGothic-BoldItalic
    /CenturyGothic-Italic
    /CenturySchoolbook
    /CenturySchoolbook-Bold
    /CenturySchoolbook-BoldItalic
    /CenturySchoolbook-Italic
    /CharlesworthBold
    /Chiller-Regular
    /ColonnaMT
    /ComicSansMS
    /ComicSansMS-Bold
    /Consolas
    /Consolas-Bold
    /Consolas-BoldItalic
    /Consolas-Italic
    /Constantia
    /Constantia-Bold
    /Constantia-BoldItalic
    /Constantia-Italic
    /CooperBlack
    /CopperplateGothic-Bold
    /CopperplateGothicBT-Bold
    /CopperplateGothic-Light
    /Corbel
    /Corbel-Bold
    /Corbel-BoldItalic
    /Corbel-Italic
    /CourierNewPS-BoldItalicMT
    /CourierNewPS-BoldMT
    /CourierNewPS-ItalicMT
    /CourierNewPSMT
    /CurlzMT
    /DauphinPlain
    /EdwardianScriptITC
    /ELEGANCE
    /Elephant-Italic
    /Elephant-Regular
    /ELLIS
    /English111VivaceBT-Regular
    /EngraversMT
    /ErasITC-Bold
    /ErasITC-Demi
    /ErasITC-Light
    /ErasITC-Medium
    /EstrangeloEdessa
    /EXCESS
    /FelixTitlingMT
    /FootlightMTLight
    /ForteMT
    /FranklinGothic-Book
    /FranklinGothic-BookItalic
    /FranklinGothic-Demi
    /FranklinGothic-DemiCond
    /FranklinGothic-DemiItalic
    /FranklinGothic-Heavy
    /FranklinGothic-HeavyItalic
    /FranklinGothic-Medium
    /FranklinGothic-MediumCond
    /FranklinGothic-MediumItalic
    /FreestyleScript-Regular
    /FrenchScriptMT
    /FuturaBlackBT-Regular
    /FuturaBT-Bold
    /FuturaBT-BoldItalic
    /FuturaBT-ExtraBlack
    /FuturaBT-Light
    /FuturaBT-LightItalic
    /Garamond
    /Garamond-Bold
    /Garamond-Italic
    /Gautami
    /GENUINE
    /Georgia
    /Georgia-Bold
    /Georgia-BoldItalic
    /Georgia-Italic
    /Gigi-Regular
    /GillSansMT
    /GillSansMT-Bold
    /GillSansMT-BoldItalic
    /GillSansMT-Condensed
    /GillSansMT-ExtraCondensedBold
    /GillSansMT-Italic
    /GillSans-UltraBold
    /GillSans-UltraBoldCondensed
    /GloucesterMT-ExtraCondensed
    /GoudyHandtooledBT-Regular
    /GoudyOldStyleBT-Bold
    /GoudyOldStyleBT-BoldItalic
    /GoudyOldStyleBT-Italic
    /GoudyOldStyleBT-Roman
    /GoudyOldStyleT-Bold
    /GoudyOldStyleT-Italic
    /GoudyOldStyleT-Regular
    /GoudyStout
    /Haettenschweiler
    /HarlowSolid
    /Harrington
    /HELTERSKELTER
    /HERMAN
    /HighTowerText-Italic
    /HighTowerText-Reg
    /Humanist521BT-Bold
    /Humanist521BT-BoldItalic
    /Humanist521BT-Italic
    /Humanist521BT-Roman
    /Impact
    /ImprintMT-Shadow
    /InformalRoman-Regular
    /ISABELLE
    /JOAN
    /Jokerman-Regular
    /JuiceITC-Regular
    /JUSTICE
    /KabelITCbyBT-Book
    /KabelITCbyBT-Ultra
    /Kartika
    /KristenITC-Regular
    /KunstlerScript
    /Latha
    /LatinWide
    /Lithograph-Bold
    /LithographLight
    /LucidaBright
    /LucidaBright-Demi
    /LucidaBright-DemiItalic
    /LucidaBright-Italic
    /LucidaCalligraphy-Italic
    /LucidaConsole
    /LucidaFax
    /LucidaFax-Demi
    /LucidaFax-DemiItalic
    /LucidaFax-Italic
    /LucidaHandwriting-Italic
    /LucidaSans
    /LucidaSans-Demi
    /LucidaSans-DemiItalic
    /LucidaSans-Italic
    /LucidaSans-Typewriter
    /LucidaSans-TypewriterBold
    /LucidaSans-TypewriterBoldOblique
    /LucidaSans-TypewriterOblique
    /LucidaSansUnicode
    /Magneto-Bold
    /MaiandraGD-Regular
    /MANDELA
    /Mangal-Regular
    /Mathematica1
    /Mathematica1-Bold
    /Mathematica1Mono
    /Mathematica1Mono-Bold
    /Mathematica2
    /Mathematica2-Bold
    /Mathematica2Mono
    /Mathematica2Mono-Bold
    /Mathematica3
    /Mathematica3-Bold
    /Mathematica3Mono
    /Mathematica3Mono-Bold
    /Mathematica4
    /Mathematica4-Bold
    /Mathematica4Mono
    /Mathematica4Mono-Bold
    /Mathematica5
    /Mathematica5-Bold
    /Mathematica5Mono
    /Mathematica5Mono-Bold
    /Mathematica6
    /Mathematica6Bold
    /Mathematica6Mono
    /Mathematica6MonoBold
    /Mathematica7
    /Mathematica7Bold
    /Mathematica7Mono
    /Mathematica7MonoBold
    /MATTEROFFACT
    /MaturaMTScriptCapitals
    /MICRODOT
    /MicrosoftSansSerif
    /Mistral
    /Modern-Regular
    /MonotypeCorsiva
    /MS-Gothic
    /MS-Mincho
    /MSOutlook
    /MS-PGothic
    /MS-PMincho
    /MSReferenceSansSerif
    /MSReferenceSpecialty
    /MS-UIGothic
    /MT-Extra
    /MVBoli
    /NATURALBORN
    /NEOLITH
    /NiagaraEngraved-Reg
    /NiagaraSolid-Reg
    /OCRAExtended
    /OldEnglishTextMT
    /Onyx
    /OPENCLASSIC
    /OzHandicraftBT-Roman
    /PalaceScriptMT
    /PalatinoLinotype-Bold
    /PalatinoLinotype-BoldItalic
    /PalatinoLinotype-Italic
    /PalatinoLinotype-Roman
    /Papyrus-Regular
    /Parchment-Regular
    /Perpetua
    /Perpetua-Bold
    /Perpetua-BoldItalic
    /Perpetua-Italic
    /PerpetuaTitlingMT-Bold
    /PerpetuaTitlingMT-Light
    /Playbill
    /PMingLiU
    /PoorRichard-Regular
    /PosterBodoniBT-Roman
    /PRETEXT
    /Pristina-Regular
    /PUPPYLIKE
    /Raavi
    /RADAGUND
    /RageItalic
    /Ravie
    /REALVIRTUE
    /Rockwell
    /Rockwell-Bold
    /Rockwell-BoldItalic
    /Rockwell-Condensed
    /Rockwell-CondensedBold
    /Rockwell-ExtraBold
    /Rockwell-Italic
    /ScriptMTBold
    /SerifaBT-Bold
    /SerifaBT-Italic
    /SerifaBT-Roman
    /SerifaBT-Thin
    /SHELMAN
    /ShowcardGothic-Reg
    /Shruti
    /SimSun
    /SnapITC-Regular
    /SouvenirITCbyBT-DemiItalic
    /SouvenirITCbyBT-Light
    /SouvenirITCbyBT-LightItalic
    /Staccato222BT-Regular
    /Stencil
    /Swiss911BT-ExtraCompressed
    /Sylfaen
    /SymbolMT
    /Tahoma
    /Tahoma-Bold
    /TempusSansITC
    /TimesNewRomanPS-BoldItalicMT
    /TimesNewRomanPS-BoldMT
    /TimesNewRomanPS-ItalicMT
    /TimesNewRomanPSMT
    /Trebuchet-BoldItalic
    /TrebuchetMS
    /TrebuchetMS-Bold
    /TrebuchetMS-Italic
    /TRENDY
    /Tunga-Regular
    /TwCenMT-Bold
    /TwCenMT-BoldItalic
    /TwCenMT-Condensed
    /TwCenMT-CondensedBold
    /TwCenMT-CondensedExtraBold
    /TwCenMT-Italic
    /TwCenMT-Regular
    /TypoUprightBT-Regular
    /Verdana
    /Verdana-Bold
    /Verdana-BoldItalic
    /Verdana-Italic
    /VinerHandITC
    /Vivaldii
    /VladimirScript
    /Vrinda
    /Webdings
    /Wingdings2
    /Wingdings3
    /Wingdings-Regular
    /WP-ArabicScriptSihafa
    /WP-ArabicSihafa
    /WP-BoxDrawing
    /WP-CyrillicA
    /WP-CyrillicB
    /WP-GreekCentury
    /WP-GreekCourier
    /WP-GreekHelve
    /WP-HebrewDavid
    /WP-IconicSymbolsA
    /WP-IconicSymbolsB
    /WP-Japanese
    /WP-MathA
    /WP-MathB
    /WP-MathExtendedA
    /WP-MathExtendedB
    /WP-MultinationalAHelve
    /WP-MultinationalARoman
    /WP-MultinationalBCourier
    /WP-MultinationalBHelve
    /WP-MultinationalBRoman
    /WP-MultinationalCourier
    /WP-Phonetic
    /WPTypographicSymbols
    /ZapfElliptical711BT-Bold
    /ZapfElliptical711BT-BoldItalic
    /ZapfElliptical711BT-Italic
    /ZapfElliptical711BT-Roman
    /ZurichBT-RomanExtended
    /ZWAdobeF
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 300
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 300
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName (http://www.color.org)
  /PDFXTrapped /False

  /SyntheticBoldness 1.000000
  /Description <<
    /ENG ()
    /ENU (Setup for JACoW - paper size, embed all fonts, compression, Acrobat 5 compatibility.)
  >>
>> setdistillerparams
<<
  /HWResolution [600 600]
  /PageSize [595.000 791.000]
>> setpagedevice


